
CALIFORNIA ROOIONAL WATER QUALITY <XlNTROL OOARD
SAN FRANCIS<Xl B/\.Y REGION

ORDER NO. 89-002

NPDFS NO. CA0005053

WASTE DISCHARGE REQUIREMENTS FOR:

UNION OIL CXlMPANY OF CALIFORNIA
DB/\. UNOCAL
RODEO, <XlNTRA <XlSTA <XlUNTY

The California Regional Water Quality Control Board, San Francisco Bay
Region, (hereinafter called the Board) finds that:

1. Union oil Company of california, dba unocal, henceforth Unocal or the
Discharger, submitted an NPDFS application (Report of Waste Discharge)
dated March 20, 1987 for reissuance of NPDFS Permit No. CA0005053.

2. '!he discharge of wastewater from the Unocal facilities is currently
regulated by Waste Discharge Requirements, Order No. 85-29, adopted by
the Board on February 20, 1985. '!his order was administratively
extended pursuant to 40 em l22.6(d) by a letter dated May 12, 1987.
On February 19, 1986, the Board adopted order No. 86-8 order.inq the
Discharger to cease and desist from discharging waste or threatening
to discharge waste contrary to the requirements of O:rder No. 85-29.
On March 5, 1986, the Board adopted order No. 86-11, amending Orner
No. 86-8, setting a schedule for upgrading the Discharger's wastewater
treatment plant by July 1, 1988.

3. unocal operaces a petroleum refinery with a crude-run throughput
of 60,600 barrels per day. It manufactures fuels and lubricants and
is classified as a lube refinery as defined by the U.S. Enviromnental
Protection Agency in 40 em 419.40. Treated process wastewater,
stormwater runoff, and other wastes as described below are discharged
into San Pablo Bay, a water of the United states.

4. The report of waste discharge and recent self-monitoring reports
describe the discharges as follows:

a. Waste 001 averages 6.0 million gallons per day (mgd) and consists
of saltwater used for once-through cool ing which is discharged near
the refinery's compound area at a point l400-feet south of the
refinery pier.

b. Waste 002 averages 2.7 mgd and consists of process wastes,
sanitary wastes, boiler bl~own, cooling tower bl~own, ballast
water, and stormwater runoff. '!he treated wastes are discharged into
San Pablo Bay through a deepwater effluent diffuser mounted on the
pilings of the refinery's marine terminal. After full completion in
May of 1989, the expanded wastewater treatment plant will have a total
hydraulic capacity of 10.08 million gallons per day.
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